
NATIONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES)
DISCHARGE MONITORING REPORT (DMR)

Form Approved

OMB. Nn, 2040-091/4

RECEIVED
P ERMITTEE NAME/ADDRESS

NAME:

	

US Department of Interior Bureau of Reclamation

ADDRESS:

	

826 E FRONT STREET, SUITE A
PORT ANGELES, WA. 98362-3613

FACILITY:

	

ELWHA WATER TREATMENT PLANT
LOCATION:

	

Elwha River/ Lat: 48°10'10"N./Long:123°33'7' r W

ATTN:

	

DAVID F ADKINS, USBR CIVIL ENG

PARAMETER QUANTITY OR LOADING QUALITY OR CONCENTRATION
NO . EX

FREQUENCY OF
ANALYSIS

SAMPLE
TYPEAverage Monthly Maximum Daily UNITS Minimum Average Monthly Maximum Daily UNITS

Water Temperature
Effluent 00010 1 0 0

Sample
Measurement

,***** *,*,,,
5.6 8.2

De g. C
0 Daily Grab

Permit Requirement •*'**` •*"'* •**••* Report Report •*"'•* 51Week Grab

Water Temperature
Influent 00010 7 0 0

Sample
Measurement 5.3 8.1

De g.C
0 Daily Grab

Permit Requirement **•*"' •'**•* «•*««« 51Week Grab'•''•` Report Report

Flow Rate
Effluent 00056 1 0 0

Sample
Measurement

11.3 20.6

CFS

****** '***** '**"* 0 Continous Recording

Permit Requirement Report Report '•'••' *«*•*• *'*" ``*`*` Continous Recording

Flow Rate
Influent 00056 7 0 0

Sample
Measurement

35.9 45.1

CFS

*****• *``" * tee. ** 0 Continous Recording

Continous RecordingPermit Requirement Report Report *«`«««

Turbidity
Influent 00070 7 0 0

Sample
Measurement

*****, ****** 1,438.5 4,000.0
NTU

0 Continous Recording

Permit Requirement '•*••• Report Report Continous Recording

Total Suspended Solids
Daily Average Influent Turbidity > 50 NTU

Influent 00150 P 0 0
See Comments Below

Sample
Measurement

404,875 1,912,375
Lb/Day

***`** 2,268.1 13,776,0
mglL

0 Daily 24-Hr
Composite

Permit Requirement Report See I.B.3 & I.B.4 **•** Report Report Daily
24-Hr

Composite

Dissolved Oxygen
Influent 00300 7 0 0

Sample
Measurement

..*** ****.* «*. * a * 9.6 10.5
mglL

0 Daily Grab

Permit Requirement '•*••* Report Report
*•;•*•

1/Month Grab

NAMEITITLE PRINCIPAL EXECUTIVE OFFICER 1Lenrtyundrpommy *1I.ovthttips

	

ewueulan,tallaitadanenlswere pteperedunder ny'
MICeltOtl or sa p en,isiau in a wrden e e Wlth a M ti e . d e si g ned to a ssttrc th a t y u a lifi u l pcnonnel
properly gather anti evaluate the iati,rmatian sahmitted Haled en my inquiry of the person nr

TELEPHONE DATE
Tom Hubbard

503 582-9655 2013 1 9
pcrso,v tuba manage the system. tat those parsons directly reepenatblc for gathering the information
the Information autumnal is, to the hest of rq knowledge and belie[, In,e, accurate. and complete I

SIGNATURE OF PRINCIPAL EXECUTIVE OFFICER OR
Area Code Number Year Mo DayTYPED OR PRINTED .rat,,waretnactn"eareaigniaeamtpenauieaforaut,raiuimgrlaeinfnaaarina,inmludingthc

AUTHORIZED AGENTpossibility of lino and impusmnmmt for I:n,xdng molatiam

COMMENTS AND EXPLANATION OF ANY VIOLATIONS (Reference all attachments here)

	

0 = Daily Avg. Influent From River Turbidity >60 NTU: P = Daily Avg. From River Turbudity <50

EPA Form 33an-l (Rev,01106i Previous editions may be used.
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DISCHARGE NUMBER

MONITORING PERIOD

MoFrom Year YearMo
To

DayDay

2012

	

12

	

1 2012 12

	

31

WA-0026662

PERMIT NUMBER

FEB 27 2O

U.S. EPA REGION 10
OFFICE OF COMPLIANCE AND ENFORCEMENT

Minor (SUER SW) F- inal
Sliurry Discharge Ef0

Sedimentation

	

eni

PI nt
(non-wastewater)

C



a

t

a,

PERMITTEE NAMEIADDRESS
NAME:

	

US Department of Interior Bureau of Reclamation

ADDRESS:

	

826 E FRONT STREET, SUITE A
PORT ANGELES, WA. 98362-3613

FACILITY:

	

ELWHA WATER TREATMENT PLANT
LOCATION:

	

Elwha River/ Lat: 48°10'10"N-ILong:123°33'TW

ATTN:

	

DAVID F ADKINS, USER CIVIL ENG

PARAMETER QUANTITY OR LOADING QUALITY OR CONCENTRATION NO. EX FREQUENCY OF
ANALYSIS

SAMPLE

TYPEAverage Monthly Maximum Daily UNITS Minimum Average Monthly Maximum Daily UNITS

BOO, 5-Day
Effluent 00310 1 0 0

Sample
Measurement

*.*.** **.... ...... 1.2 1.2
mglL

0 11 Month Comp

Permit Requirement ** n.** ****** Report Report ****"' ffMonth
24- Hr

Composite

PH
Effluent 00400 1 0 0

Sample
Measurement

*.*.** ****.. **+*** 7.5 7.8
SU

0 Daily Grab

Permit Requirement *`*'* 5PAteek Grab6.5 8.5

PH
Influent 00400 7 0 0

Sample
Measurement

.**... * .*.*. *•*•*• 7.5 8
SU

0 Daily Grab

Permit Requirement "*"*** 	 * 6.5 - 8.5 8.5 5/Week Grab

Total Alkalinity (As CAC03}
Effluent 00410 1 0 0

Sample
Measurement

.*.*.. ....*. 43.1 55.0
mgIL as
CaCo,

Q Daily Comp

****** Report Report ** tree. 11Munth 24-Hr CompPermit Requirement """*"* =incur*

Total Solids Suspended
Effluent 00530 0 0 0

Daily Average Influent Turbidity > 50 NTU
See Comments Below

Sample
Measurement

193,634 641,063

Lb/Day

**"•"• 5,501.0 24,780.0
mglL

0 Daily 24-Hr Comp

"***** Report Report *** tee* Daily
24- Hr

Composite
Permit Requirement 4,635,352 25,377,812

Total Suspended Solids
Effluent 00530 P 0 0

Daily Average Influent Turbidity < 50 NTU
See Comments Below

Sample
Measurement

0 0
ACES
River

"""*"* 0 0
m g1L

0 Day of Discharge Comp

mares Daily
24- Hr

Composite
Permit Requirement Report 22 *""*"" Report Report

NAMEITITLE PRINCIPAL EXECUTIVE OF FECER iart^3^undrayer;it !? of
th roa t ., or super
propcdygather

persons w]io manage

amex1rcthat
thornfornet,rnerrhnritt,:din.tothobatofrantaanwing,andheiiet;

thmthsaner,a,emandailatmehntcntt,.eRpteparulmdrrn^-
-t r i o. i n aveordance w ith a e]SR'tn d es i gned to aosore th a t quai

aideraleatetheinf rations„hentled Based mtnyinro ) oftheperson
the system, or thosepvsona drrertly reaprnaih]c Car gathrnng

then nm si g nificant p ent*. for suboutun g false intbnnnrioa , inctudin
oar,arcarare.end,.,mpl=l

le d personne l
or

tint infermenon,
l

gthe

TELEPHONE DATE

Tom Hubbard 503 582-9655 2013 1 9

SIGNATURE OF PRINCIPAL EXECUTIVE OFFICER OR
AREA Code NUMBER Year Mo DayAUTHORIZED AGENTTYPED OR PRINTED possihility of fine and nagn,00 aarnt for luvhvtug ,in]atimrs.

COMMENTS AND EXPLANATION OF ANY VIOLATIONS (Reference all attachments here)

	

0 = Daily Avg. Influent From River Turbidity X50 NTU: P _ Daily Avg. From River Turbudity <50

EPA Form 3320.1 (Rev.01r0a) Previous editions may be used.
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NATIONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES)
DISCHARGE MONITORING REPORT (DMR)

WA-0026662

	

"001 A

PERMIT NUMBER

	

DISCHARGE NUMBER

MONITORING PERIOD

Year Mo

2012

	

12

	

1

	

2012 12

	

31

Form Approved-C E 1 VE D

OINK No. 204[1-0004

FEB 27 20f

From Day

U.S. EPA REGION 10

Sedimentation Plank	OFFICE OF COMPLIANCE AND ENFORCEME

(non-wastewater)
To

Year Mo Day



NATIONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES)

	

F

DISCHARGE MONITORING REPORT (DMRI

rm APProved

RECEIVED
AB No. 20 -

AND ENFORCEME

Sedimentation Plant
U.S.

	

REGION 10

FER 27 2013

WA-0026662 *001 A

PERMIT NUMBER DISCHARGE NUMBER

MONITORING PERIOD

From

PERMITTEE NAME/ADDRESS
NAME:

	

US Department of Interior Bureau of Reclamation

ADDRESS:

	

826 E FRONT STREET, SUITE A

PORT ANGELES, WA. 98362-3613
FACILITY:

	

ELWHA WATER TREATMENT PLANT
LOCATION:

	

Elwha River/ Lat: 48°10'10"N,/Long:123°33'7"W
ATTN:

	

DAVID F ADKINS, USBR CIVIL ENG

PARAMETER QUANTITY OR LOADING QUALITY OR CONCENTRATION
NO EX. FREQUENCY OF

ANALYSIS
SAMPLE

TYPEAverage Monthly Maximum Daily UNITS Minimum Average Monthly Maximum Daily UNITS

Total Suspended Solids
Influent 00530 7 0 0

D il A fla y verage In uent Turbidity < 50 NTU
See Comments Below

Sample
Measurement

0 0 LblCFS
River

*„***
0 D

mglL
0 Day of Discharge Comp

Permit Requirement Report Report **en., Report Report *»•••» Dai ry 24-Hr
Composite

Settleable Solids
Effluent 00645 1 0 0

Sample
Measurement

eeeee. eeeeee ...... 21.5 28.0
mI1L

0 1/Month Comp

Permit Requirement "*`"" " "**' "**** Report Report .a.... 'Month
24-Hr

Composite

Settleable Solids
Influent 00545 7 0 0

Sample
Measurement

...... ..... eeeeee 7.3 8.5
ULm

0 1fManth Comp

Permit Requirement "***' *****' Report Report 1/Month
24-Hr

Composite

Aluminum, Total (As AL)
Effluent 01105 1 0 0

Sample
Measurement 2351.9 2351.9

lblDay
•**'** 47

(non-wastewater)

	

OFFICE OF

ac

47
m 1Lg

0 1/Month Comp

Permit Requirement Report Report ..*.** Report Report we** 1fMonth
24-Hr

Composite

Aluminum, Total (As AL)
influent 01105 7 0 0

Sample
Measurement

4819.1 4819.1
!Wiley

****** 27.0 27.0
mg/L

0 11Month Comp

Permit Requirement Report Report ***en.* Report Report ****** 11Month
24-Hr

Composite

Fecal Colifonn
Effluent 31625 1 0 0

Sample
Measurement

...... ,	 *ere** 2 2

#11100 ML

0 101 Month Grab

Permit Requirement eeee. ***"** *•**** Report Report ****** 101 Month Grab

Fecal Coliform

Influent 31625 7 0 0

Sample
Measurement

*en.** ...... .... 3 3

#11100 ML

0 f01 Month Grab

Permit Requirement *"*** Report Report
******

101 Month Grab

NAME/TITLE PRINCIPAL EXECUTIVE OFFICER l ecilih .dc' penally aflaw Out this de^nn,^nt and all nuachmuis given pcparm under me

dirotainn nr superaisinn in accordance void nslsremdesignd to assure than qualified personnel
pr ape Iv miller and evaluate MeSrrfornlaticn subrniuul Basel nnmv inquiry ofthepcrmonu or

persons rrhu manngu Mc s, stem, or those p¢xmns directly rc.spr^ns^ble 3irr gathcung the infuimotirm

Ibei^a^rmarinua>,t,mluedis,lomeheatr,imyArrns.ledgeandheher.mre,a^nrate,andurrnplete.l
am ar.are that there are significant penalties for sahndtrrng, false inronnation

	

including the

TELEPHONE DATE

Tom Hubbard 503 582-9655 2013 1 9

SIGNATURE OF P RINCIPAL EXECUTIVE OFFICER OR
AREA Code NUMBER Year Mo DayTYPED OR PRINTED

AUTHORIZED AGENTpossibility of fine and rmprrsannrunt fur Im°esng ouhanuos

COMMENTS AND EXPLANATION OF ANY VIOLATIONS (Reference all attachments here)

	

0 = Daily Avg. Influent From River Turbidity X50 NTU: P = Daily Avg. From River Turbudity <50hments he

EPA Form 3320-1 (Rev.01106) Previous editions may be used.
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PERMITTEE NAME/ADDRESS
NAME:

	

US Department of Interior Bureau of Reclamation

ADDRESS:

	

826 E FRONT STREET, SUITE A
PORT ANGELES, WA. 98362-3613

FACILITY:

	

ELWHA WATER TREATMENT PLANT
LOCATION:

	

Elwha River/ Lat: 48°10'10" N./Long:123°33'7"W
ATTN:

	

DAVID F ADKINS, USBR CIVIL ENG

PARAMETER QUANTITY OR LOADING QUALITY OR CONCENTRATION
NO EX rREOULNCYOF

ANALYSIS

SAMPLE

TYPEAverage Monthly Maximum Daily UNITS Minimum Average Monthly Maximum Daily UNITS
.

Total Dissolved Solids
Effluent 70295 1 0 0

Sample
Measurement

...„. ...... *• 531.5 875.0
mg/I_

0 41Month Comp

Permit Requirement ****** *'**"' ****'* Report Report ****** 'Month
24 Hr

Composite

Total Dissolved Solids
Influent 70295 7 0 0

Sample
Measurement

....*, ,	 +*..*^ 302.0 400.0
mglL

0 4/Month Comp

Permit Requirement ****** ****** ****** Report Report ****** 1/Month
24-Hr

Composite

NAMEITITLEPRINCIPAL EXECUTI4fEOFFICER
Icertify under

duu^tion or supers
proper l y pat h u

perooos„horrranagedoes)stern
O re I n f onnai ron su

am aware: that

penalty oflatvtlrartvSdwmn.,t and allatmaliments rr,.,:prrurrdunder
iraon

	

wrdon x w lh a syrims desiynwl m assure that qualified
an d va l uate t h e i n f otmar i en su b . Etc d B use d on my v iqu i ry o f

orthose persons threadyresp°naihleforgathering
b m i ue d ts, to t h e b est o f my k nmr l s d ge en d b e nd , tnry aanratc,
there aresi br1leantpenalties

	

nletutrnyfalse iNmmatinn.induainsthe

n
p e r

the person or
dreinrnnaiion.
an d wmp t seE

TELEPHONE DATE

Tom Hubbard 503 582-9655 2013 1 9

SIGNATURE OF PR I NC IPA L E XEC UTI V E O FFI CER OR
AREA Code NUMBER Year Mo DayTYPED OR PRINTED

pnssil+ility ofline and imprisonment for knowing violator. AUTHORIZED AGENT

COMMENTS AND EXPLANATION OF ANY VIOLATI ONS (Reference all attachments here)

EPA Form 3329-1 (Rev.01106) Previous editions may he used.
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FEB 2 7 2013

Sedimentation Klant
(non-wastewate-)

	

U.S. EPA REGION 10
OFFICE OF COMPLIANCE AND ENFORCEMENT

WA-0026662

	

*001 A
PERMIT NUMBER

	

DISCHARGE NUMBER

MONITORING PERIOD

Day

	

To

	

Year
1

	

2012
MoFrom

12
Year
2012

Mo
12

Day
31

NATIONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES)

DISCHARGE MONITORING REPORT IDMR)

Fnrm^Pm^ea

RECEIVED
OMB M, 2040-00	 A



INFLUENT TURBIDITY ABOVE 50 NTU

Day
Influent

Turbidity - 13
Flow, Daily, Influent

flowldaily,
at outfaII

3078

flowldaily
at outfall

cal

River
Flow, 1

TSS
Influent, 8

TSS Influent
Mass_Calc

TSS
Effluent

5002
Mass_

	

!c ft talc3000

NTU MGD CFS MGD CFS CFS mg/L Lbs/Day mgIL LbslDay Ibs/day
1211/2012 4,000.0 20.62 31.90 0.1 0.15 6500 5410 930,182 12930 10,784 18, 994, 039
12/2/2012 3,249.0 23.46

E

	

36.30 0.1 0.15 `

	

6500 5545 1,084,915 24780 20,667 19,468,012
12/3/2012 3,277.0 22.00 34.05 1.72 2.66 4440 4800 880,824 8410 120,640 .

	

11,583,851
12/4/2012 3,6240 23.19 35.88 2.95 4.56 5340 3860 746,445 14200 349,363 11,234,651
12/5/2012 3,015.0 25.56 39.55 4 1.52 2.35 4020 3415 727,891 16110 204,223 7,460,670
12/6/2012 2,783.0 20.92 32.37 0.02 0.03 3560 2328 406,212 13580 2,265 4,475,772
12/7/2012 1,740.0 18.16 28.09 4 6.19 3560 2312 350,085 11514 384,107 4,529,016
1218/2012 1,756.0 16.65 25.76 6.00 9.28 3,310 13776 1,912,375 9,872 493,995 25,377,812
121912012 1,872.0 21.40 33.11 6.00 9.28 3,020 2620 467,629 3,156 157,926 4,416,208
12/10/2012 1,040.0 20.69 32.01 6.00 9.28 3,275 3328 574,234 3,256 162,930 6,067,862
12/11/2012 1,885.0 22.84 35.33 6.68 10.34 3,160

4
3425 652,299 3,840 213,931 6,053,289

12112/2012 1,595.0 20.90 32.33 8.34 12.90 3,120 2570 447,881 2,505 174,237 4,525,611
1211312012 1,285.0 17.26 26.71 7.48 11.57 3,120 1095 157,651 1,700 106,051 1,919,630
1211412012 797.0 26.14 40.45 10.84 16.77 1,750 1036 225,856 3,744 338,479 1,081,544
12/15/2012 834.0 22.44 34.72 9.17 14.19 1,780 1440 269,447 3,242 247,941 1,504,678
12/16!2012 962.0 22.88 35.40 9.14 14.14 2,040 1065 203,178 750 57,171 1,262,069
12/17/2012 1,128.0 23.51 36.37 9.50 14.70 2,010 1225 240,159 1,305 103,395 1,435,857
12/18/2012 1,018.0 21.60 33.43 9.26 14.33 1,780 1296 233,488 1,750 135,150 1,355,275
12/19/2012 853.0 25.43 39.35 10.01 15.49 2,005 1696 359,670 2,952 246,443 1,991,247
12/20/2012 1,093.0 22.37 34.61 8.74 13.52 2,010 1168 217,870 3,020 220,133 1,360,942
12/21/2012 892.0 22.88 35.40 8.78 13.59 1,890 836 159,504 2,010 147,183 920,231
12/22/2012 852.0 26.53 41.05 9.89 15-30 1,890 775 171,477 2,418 199,443 860,939
12/23/2012 576.0 27.87 43.124 10.62 16.43 1,960 580 134,789 1,278 113,193 670,105
12/24/2012 566.0 23.69 36.66 9.29 14.37 1,900 705 139,290 1,675 129,777 783,122
12/25/2012 571.0 24.84 38.44 9.42 14.58 1,900 550 113,950 1,952 153,355 611,599
12/26/2012 574.0 25.43 39.35 10.14 15.69 1,815 808 171,352

«
1,310 110,784 866,718

12/27/2012 653.0 21.40 33.11 8.23 12.73 1,890 528 94,235 1,598 109,684 578,548
12/28/2012 589.0 24.97 38.64

	

4 9.81 15.18 1,760 588 122,451 1,776 145,304 611,495
12129/2012 527.0 25.17 38.94 9.82 15.19 1,920 490 102,847 2,978 243,895 551,960
12130/2012 523.0 29.16 45.12 13.29 20.56 1,860 590 143,490 2,338 259,141 664,180
12131/2012 464.0 29.16 45.12 8.94 13.83 1,820 450 109,441 8,598 641,063 478,987

DAILY MAX 4,000.0 29.2 45.1 13.3 20.6 6,500.0 13,776.0

	

' 1,912,374.7 24,780.0 641,063.4

	

, 25,377,812.4
AVERAGE 1,438.5 23.2 35.9 7.3 11.3 2,803.4 2,268.1 404,874.7 5,501.5 193,633.9 4,635,352.3



e.P

VEOLIA
WATER

February 24, 2013

US EPA Region 10
Director, Office of Compliance & Enforcement
1200 Sixth Avenue, OCE-133
Seattle, Washington 98101

RE: NPDES # WA-002666-2, MONTHLY REPORT - December, 2012 - ELWHA
WATER TREATMENT PLANT

Attn: PCS Data Entry Team

Enclosed is a corrected monthly Discharge Monitoring Report (DMR) for the Elwha
Water Treatment Plant (Port Angeles, WA) for the month of December, 2012.
The report is being submitted by Veolia Water North America (VWNA) Operating
Services on behalf of the US Department of Interior, Bureau of Reclamation. A copy
has been submitted to the Washington DOE.

In the previous December DMR correction a mistake was made on the data entry of the
DMR, the number entered was incorrect. The loading should read 1,912,375, as indicated
in the highlight below and on the attached corrected DMR. The data mistake applies only
to the DMR and not on the attached calculation data sheet which was correctly reported.

I apologize for any inconvenience this has caused, please contact me if you have any
questions or comments regarding the enclosed report.

Sincerely,

Tom Hubbard
Project Manager

CC:

	

Tracy Gilchrist, NPS

Enclosures:

• DMR, December, 2012; EPA Form 3320-1 (4 pages)

• Table of values & mass limits for turbidity over 50 NTU

Total Suepandod Solid.
Daily 6verege Influent TUrbldity . 50 2711

I0rtvenl0olRo P. o 0
See Comment. Wow

404,676

	

1,912,375Sample
Meawrcment

Permit Requiremen!!

	

Report

	

gee 1.3.5 6113.4
LblDay

],268,1

Report

15,776.0

Report
mglL

Dally

Dally

24-Hr
Compoete

2441r
Compote

Page 1 of 1



NATIONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES)
DISCHARGE MONITORING REPORT (DMR)

Form Approved

OMB No. 2040-0004

WA-0026662

PERMIT NUMBER

"001 A

DISCHARGE NUMBER
Minor (SUER SW) F-Final
Sliurry Discharge Effluent

Sedimentation Plant
(non-wastewater)

JAN

	

2013

MONITORING PERIOD

MoFrom MoYear
To

Year DayDay

2012

	

12

	

1 2012 12

	

31

PERMITTEE NAME/ADDRESS
NAME:

	

US Department of Interior Bureau of Reclamation

ADDRESS: 826 E FRONT STREET, SUITE A
PORT ANGELES, WA. 98362-3613

FACILITY:

	

ELWHA WATER TREATMENT PLANT
LOCATION:

	

Elwha River/ Lat: 48°10'10"N./Long:123°33'7"W

ATTN:

	

DAVID F ADKINS, USBR CIVIL ENG

PARAMETER QUANTITY OR LOADING QUALITY OR CONCENTRATION
NO .EX

FREQUENCY OF
ANALYSIS

SAMPLE
TYPEAverage Monthly Maximum Daily UNITS Minimum Average Monthly Maximum Daily UNITS

Water Temperature
Effluent 00010 1 0 0

Sample
Measurement

*,,, *...*. •***** 5.6 8.2
De g.C

0 Daily Grab

Permit Requirement ***'** """ ****** Report Report ****** &lWeek Grab

Water Temperature
Influent 00010 7 0 0

Sample
Measurement

,*«,«. •*•+«+ 5.3 B.1
Deg.C

0 Daily Grab

Permit Requirement Report Report SfWeek Grab"*""•*

Flow Rate
Effluent 40056 1 0 0

Sample
Measurement

11.3 20.6

CFS

0 Continous Recording

Permit Requirement Report Report * "** *"*" """'
ere.. Continous Recording

Flow Rate
Influent 00056 7 0 0

Sample
Measurement

35.9 45.1

CFS

*** * ...... *„**** 0 Continous Recording

Permit Requirement Report Report ****** *`*'** ****** Continous Recording*'*"*

Turbidity
Influent 00070 7 0 0

Sample
Measurement

,.,,, 1,438.5 4,000.0
NTU

0 Continous Recording

Permit Requirement
^^**

*'**** Report Report "'""* Continous Recording

Total Suspended Solids
Daily Average Influent Turbidity > 50 NTU

Influent 00150 P 0 4
See Comments Below

Sample
Measurement

404,875 7',912,375
Lb1Day

'***** 2,268.1 13,776.0
mglL

0 Daily
24-Hr

Composite

Permit Requirement Report See 1.8.3 & 1.8.4 Report Report Daily
24-Hr

Composite

**^* *

Dissolved Oxygen
Influent 00344 7 0 0

Sample
Measurement *`**** 9.6 10.5

mglL
0 Daily Grab

Permit Requirement """ •"`•• Report Report * *" 1/Month Grab"'"*'

NAMEITITLE PRINCIPAL EXECUTIVE OFFICER I ccm6, undo
dtmcewn msup
propulu gala:

at,p

	

Irv of l

	

t h a t t.-
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n:
aaoardanoa

	

Ih

	

}-

arid ,u

	

achm nt.

	

t

	

1

	

rr d ',odor on

!

TELEPHONE DATE
m I

	

i s n ri to asstue that g obbed p et

	

nn I

503 582-9655
Tom Hubbard

2013 1 9and

	

]

	

t

	

Ih

	

int mnti usuLvttod f3

	

y

	

y

	

tth

	

r
pcrxms,rho man' g e r aytrnt. or Iltooo pcrsnv dually respnmtIlo ibo aathcnng the inlomrutuur.
u,a iofororation snbmilled is, to the host of on kno,rlcdpo and hcliof, Imo, accurate, ord amrplete I

SIGNATURE OF PRINCIPAL EXECU
r

E r

	

OFFICER OR
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0 = Daily Avg. Influent From River Turbidity >50 NTU: P = Daily Avg. From River Turbudity <50
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2013

WA-0026662 *001 A

PERMIT NUMBER DISCHARGE NUMBER

MONITORING PERIOD
Sedimentation Plant
(non-wastewater)

2012

	

12

	

1

	

2012 12

	

31

NATIONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES)

	

Form Approved

DISCHARGE MONITORING REPORT (MR) OMB No. 2040-0004

From
To

Year MoMo Day Year Day

PERMITTEE NAME/ADDRESS
NAME:

	

US Department of Interior Bureau of Reclamation
ADDRESS:

	

826 E FRONT STREET, SUITE A
PORT ANGELES, WA. 98362-3613

FACILITY:

	

ELWHA WATER TREATMENT PLANT
LOCATION:

	

Elwha River/ Lat: 48*10'10"N./Long:123°33'7"W

ATTN:

	

DAVID F ADKINS, USER CIVIL ENG

PARAMETER QUANTITY OR LOADING QUALITY OR CONCENTRATION NO. EX FREODENCYoF
ANALYSIS

SAMPLE
TYPEAverage Monthly Maximum Daily UNITS Minimum Average Monthly Maximum Daily UNITS

BOD, 5-Day
Effluent 00310 1 0 0

Sample
Measurement

....* ...... 1.2 1.2
mglL

0 1r Month Comp

Permit Requirement ""'" •^••• Report Report ••••» 11Month
24 Hr

Composite
"•'""

PH
Effluent 00400 1 0 0

Sample
Measurement

....*. ...... 7.5 7.8
SU

0 Daily Grab

Permit Requirement •••••• 6.5 8.5 •••"• S& Week Grab^*•**•

PH
Influent 00400 7 0 0

Sample
Measurement

.**.* *.«**. *	 7.5 8
SU

0 Dairy Grab

Permit Requirement •"'•• *"*" 6.5 - 8.5 8.5 ""'• &Week Grab"""

Total Alkalinity (As CAC03)
Effluent 00410 1 0 0

Sample
Measurement **•"** *+****

v.**.** 43.1 65.0
mglL as
CaCD,

Daily Comp

Permit Requirement """'" ***'"` Report Report
*""^^

1/Month 24-Hr Comp"'*•*

Total Solids Suspended
Effluent 00530 6 0 0

Daily Average Influent Turbidity > 50 NTU
See Comments Below

Sample
Measurement

193,634 641,063

LbIDay

****** 5,501.0 24,780.0
mg1L

0 Daily 24-Hr Comp

Permit Requirement 4,635,352 25,377,812 • *••` Report Report *4.41,4 Dally
24- Hr

Composite
Total Suspended Solids

Effluent 00530 P 0 0
Daily Average Influent Turbidity < 50 NTU

See Comments Below

Sample
Measurement

0 0
#1CFS
River

*•"** 0 0
mgrL

0 Day of Discharge Comp

Permit Requirement Report 22 •""' Report Report "*`** Dai ly
24- Hr

Composite
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TELEPHONE DATE
Tom Hubbard 503 582-9655 2013 1 9

SIGNATURE OF PRINCIPAL EXECUTIVE OFFICER OR
ARI=A Code NUMBER Year Mo DayAUTHORIZED AGENTTYPED OR PRINTED pnsingity of km and imprisotmievt for hoouang cialatin,u.

COMMENTS AND EXPLANATION OF ANY VIOLATIONS (Reference all attachments here)

	

0 = Daily Avg. Influent From River Turbidity >50 NTU: P = Daily Avg. From River Turbudity <50

EPA Form 3320-1 (Rev.01106) Previous editions may be used.
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NATIONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES)
DISCHARGE MONITORING REPORT (DMR)

Form Approved

OMB No_ 2040-0004

PERMITTEE NAMEIADDRESS

WA-0026662

PERMIT NUMBER

'001 A

DISCHARGE NUMBER

JAN

From Year Mo Mo DayDay

2012

	

12

	

1 2012 12

	

31

MONITORING PERIOD
Sedimentation Plant
(non-wastewater)

' NAME:

ADDRESS:

FACILITY:

LOCATION:

ATTN:

US Department of Interior Bureau of Reclamation

826 E FRONT STREET, SUITE A
PORT ANGELES, WA. 98362-3613
ELWHA WATER TREATMENT PLANT
Elwha River/ Lat: 48°10'10"N./Long:123°33'7"W
DAVID F ADKINS, USBR CIVIL ENG

To
Year

L(!l3

PARAMETER QUANTITY OR LOADING QUALITY OR CONCENTRATION
NO .EX

FREQUENCY OF
ANALYSIS

SAMPLE
TYPEAverage Monthly Maximum Daily UNITS Minimum Average Monthly Maximum Daily UNITS

Total Suspended Solids
Influent 00530 7 0 0

Daily Average Influent Turbidity < 50 NTU
See Comments Below

Sample
Measurement

0 0 Lb/CFS
River

****** 0 0
mglL

0 Day of Discharge Comp

Permit Requirement Report Report *' ••* Report Report *•*+ D,Ih 24-Hr
Composite

Settleable Solids
Effluent 00545 1 0 0

Sample
Measurement

*00*0* 21.5 28.0
m11L

0 IlMonth Comp

Permit Requirement '*•'° '•'•" ""*' Report Report IlMonth
24-Hr

Composite

Settleable Solids
Influent 00545 7 0 0

Sample
Measurement

*,,,, *****
7.3 8.5

mUL
0 IlMonth Comp

Permit Requirement "''•' '*'•" **'**' Report Report *»*» IlMonth
24-Hr

Composite

Aluminum, Total (As AL)
Effluent 01105 1 0 0

Sample
Measurement

2351.9 2351.9
lb/Day

****** 47 47
m glL

0 IlMonth Comp

Permit Requirement Report Report *•"'• Report Report ****** 1/Month
24-Hr

Composite

Aluminum, Total As AL)
Influent 01105 7 0 0

Sample
Measurement

4819.1 4819.1
lb/Day

''''*' 27.0 27.0
mglL

0 IlMonth Comp

Permit Requirement Report Report *****• Report Report **ate** 1/Month
24 Hr

Composite

Fecal Coliform
Effluent 31625 1 0 0

Sample
Measurement

*,*,* *****, *,**** 2 2

#1100 ML

0 RN Month Grab

Permit Requirement ****'* **'*** *""' Report Report
*****

1a Month Grab

Fecal Coliform
Influent 31625 7 0 0

Sample
Measurement

*.*.*« *...** 3 3

#1100 ML

0 101 Month Grab

Permit Requirement ****** *""" ""°` Report Report ****** 1aMonth Grab

NAMElTITLE PRINCIPAL EXECUTIVE OFFICER i.m1 under
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^---^^

TELEPHONE DATE

Tom Hubbard 503 582-9655 2013 1 9

SIGNATURE OF PRINCIPAL EXECUTIVE OFFICER OR
AREA Code NUMBER Year Mo DayTYPED OR PRINTED

AUTHORIZED AGENTpoaathillr of had and rmpnu.cocnl l'nr knrnving t

	

lrnns.

COMMENTS AND EXPLANATION OF ANY VIOLATI ONS (Reference all attachments here)

	

0 = Daily Avg. Influent From River Turbidity >50 NTU: P = Daily Avg. From River Turbudity <50

EPA Form 7320-1 (Rev.01106) Previous editions may be used.
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WA-0026662 '001 A
PERMIT NUMBER DISCHARGE NUMBER

MONITORING PERIOD
Sedimentation Plant
(non-wastewater)

JAN 1 4 2W3

NATIONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES)

	

Form Approved

DISCHARGE MONITORING REPORT (DMR)
OMB No. 2040-0004

From Year
To

Year MoMo DayDay

2012

	

12

	

1 2012 12

	

31

PERMITTEE NAME/ADDRESS
NAME:

	

US Department of Interior Bureau of Reclamation
ADDRESS:

	

826 E FRONT STREET, SUITE A
PORT ANGELES, WA. 98362-3613

FACILITY:

	

ELWHA WATER TREATMENT PLANT
LOCATION:

	

Elwha River! Lat: 48°10'10" N./Long:123°337W
ATTN:

	

DAVID F ADKINS, USER CIVIL ENG

PARAMETER QUANTITY OR LOADING QUALITY OR CONCENTRATION
NO EX FREQUENCY OF

ANALYSIS
SAMPLE

TYPEAverage Monthly Maximum Daily UNITS Minimum Average Monthly Maximum Daily UNITS
.

Total Dissolved Solids
Effluent 70295 1 0 0

Sample
Measurement

.. a,,. _.... ^_•_ = 531.5 875.0
m g lL

O 41Month Comp

Permit Requirement man.
vetoes. ***•*• Report Report ,s.... vMonth

24-Hr
Composite

Total Dissolved Solids
Influent 70295 7 0 0

Sample
Measurement

..... .«... ...... 302.0 400.0
m glL

4 41Month

_

Comp

Permit Requirement sass. .a....
sass.. Report Report '•'•'• 11Month

24-Hr
Composite

NAMEITITLE PRINCIPAL EXECUTIVE OFFICER
1 ocrtdj voder peualry of Ian dial this document

dhrdiMt or supen isivn in eewrdmee nithssysun
ptoto1v g ather and cvn[uam the in&,mndinn snln

persnus wlro manage the aystam. nr n,osn persons ddreetly
the inlnnnetion

	

hind Is , to the hod of m y knmalcd
ant aware that there sr,,obit.waIpmauiuwtersubm i tt i ng

of litre on^t imprisotmmnt

end Al eueehmcnts it

	

prepar^;d uncles no

^_

	

-

TELEPHONE DATEdesigncdm assso shat qunlitied per same]
fitted Boated on m y in q uir y of tho F or a . or

respons,hlc for gethotmg the information
g u and lecher Into accuram , and co mplete 1

Islseinformation, including the
fox }amwing cioLitione.

Tom Hubbard 503 552-9655 2013 1 9

SIGNATURE OF PRINCIPAL EXECUTNE

	

ER OR
AUTHORIZED AGENT AREA Code NUMBER Year Mo Dayy

TYPED OR PRINTED

COMMENTS AND EXPLANATION OF ANY VIOLATIONS (Reference all attachments here)

EPA Farm 3320-1 (Rev.011D6) Previous editions n:ay be used.
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(i) VEOLIA
WATER

US EPA Region 10
Director, Office of Compliance & Enforcement
1200 Sixth Avenue, OCE-133
Seattle, Washington 98101

RE: NPDES # WA-002666-2, MONTHLY REPORT - December, 2012 - ELWHA
WATER TREATMENT PLANT

Attn: PCS Data Entry Team

Enclosed is the monthly Discharge Monitoring Report (DMR) for the Elwha
Water Treatment Plant (Port Angeles, WA), for the month of December, 2012.
The report is being submitted by Veolia Water North America (VWNA) Operating
Services on behalf of the US Department of Interior, Bureau of Reclamation. A copy
has been submitted to the Washington DOE.

Please contact me if you have any questions or comments regarding the enclosed report.

Sincerely,

,	

Tom Hubbard
Project Manager

CC:

	

Tracy Gilchrist, NPS

Enclosures:

• DMR, December. 2012: EPA Form 3320-1 (4 pages)

• 'fable of values & mass limits for turbidity over 50 NTU

JAN 14
2013

l
LOPF)OF OFJanuary 9, 2012

Page 1 of 1



ELWHA December 2012 - WA-002666-2
INFLUENT TURBIDITY ABOVE 50 NTU

Day
Influent

Turbidity -13
Flow, Daily, Influent

flow/daily,
at outfall

3078

flow/daily
at ouffall

cal

River
Flaw, 1

TSS
Influent, 8

TSS Influent
Mass_Calc

TSS
Effluent

5002

TSS Effluent
Mass_Calc

Mass NTE
Limit_calc3000

NTU MGD CFS MGD CFS CFS mglL Lbs/Day mglL Lbs/Day Ibslday
12/1/2012 4,000.0 20.62 31.90 0.1 0.15 6500 5410 930,982 12930

	

_ 10784 18,994,039
12/2/2012 3,249.0 23.46 36.30 0.1 0.15 6500 5545 1,084,915 24780 20,667 19,468,012
12/3/2012 3,277.0 22.00 34.05 1.72 2.66 4440 4800 880,824 8410 120,640 11,583,851
12/4/2012 3,624.0 23.19 35.88 2.95 4.56 5340 3860 746,445 14200 349,363 11,234,651
12/5/2012 3,015.0 25.56 39.55 1.52 2.35 4020 3415 727,891 16110 204,223 7,460,670
12/6/2012 2,783.0 20.92 32.37 0.02 0.03 3560 2328 406,212 13580 2,265 4,475,772
12/7/2012 1,740.0 18.16 28.09 4 6.19 3560 2312 350,085 11514 384,107 4,529,016
12/8/2012 1,756.0 16.65 25.76 6.00 9.28 3,310 13776 1,912,375 9,872 493,995 25,377,812
1219/2012 1,872.0 21.40 33.11 6.00 9.28 3,020 2620 467,629 3,156 157,926 4,416,208

12/10/2012 1,040.0 20.69 32.01 6.00 9.28 3,275 3328 574,234 3,256 162,930 6,067,862
12/11/2012 1,885.0 22.84 35.33 6.68 10.34 3,160 3425 652,299 3,840 213,931 6,053,289
12/12/2012 1,595.0 20.90 32.33 8.34 12.90 3,120 2570 447,881 2,505 174,237 4,525,611
12/13/2012 1,285.0 17.26 26.71 7.48 11.57 3,120 1095 157,651 1,700 106,051 1,919,630
12/14/2012 797.0 26.14 40.45 10.84 16.77 1,750 1036 225,856 3,744 338,479 1,081, 544
12115/2012 834.0 22.44 34.72 9.17 14.19 1,780 1440 269,447 3,242 247,941 1,504,678
12116/2012 962.0 22.88 35.40 9.14 14.14 2,040 1065 203,178 750 57,171 1,262,069
1211712012 1,128.0 23.51 36.37 9.50 14.70 2,010 1225 240,159 1,305 103,395 1,435,857
1211812012 1,018.0 21.60 33.43 9.26 14.33 1,780 1296 233,488 1,750 135,150 1,355,275
12/19/2012 853.0 25.43 39.35 10.01 15.49 2,005 1696 359,670 2,952 246,443 1,991,247
12/20/2012 1,093.0 22.37 34.61 8.74 13.52 2,010 1168 217,870 3,020 220,133 1,360,942
12/21/2012 892.0 22.88 35.40 8.78 13.59 1,890 836 159,504 2,010 147,183 920,231
12/22/2012 852.0 26.53 41.05 9.89 15.30 1,890 775 171,477 2,418 199,443 860,939
12123!2012 576.0 27.87 43.12 10.62 16.43 1,960 580 134,789 1,278 113,193 670,105
12/24/2012 566.0 23.69 36.66 9.29 14.37 1,900 705 139,290 1,675 129,777 783,122
12/25/2012 571.0 24.84 38.44 9.42 14.58 1,900 550 113,950 1,952 153,355 611,599
12/26/2012 574.0 25.43 39.35 10.14 15.69 1,815 808 171,352 1,310 110,784 866,718
12/27/2012 653.0 21.40 33.11 8.23 12.73 1,890 528 94,235 1,598 109,684 578,548
12/28/2012 589.0 24.97 38.64 9.81 15.18 1,760 588 122,451 1,776 145,304 611,495
12/29/2012 527.0 25.17 38.94 9.82 15.19 1,920 490 102,847 2,978 243,895 551,960
12/30/2012 523.0 29.16 45.12 13.29 20.56 1,860 590 143,490 2,338 259,141 664,180
12/31/2012 464.0 29.16 45.12 8.94 13.83 1,820 450 109,441 8,598 641,063 478,987

DAILY MAX 4,000.0 29.2 45.1 13.3 20.6 6,500.0 13,776.0 1,912,374.7 24,780.0 641,063.4 25,377,812.4
AVERAGE 1,438.5 23.2 35.9 7.3 11.3 2,803.4 2,268.1 404,874.7 5,501.5 193,633.9 4,635,352.3
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